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- Surge suppressor
- Limiteur de surtension
- Uberspannungsbegrenzer
- Limitatore di sovratensione
- Limitador de sobretención
- Limitador de sobretensão
- 浪涌抑制器  
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规格:1 x 18最小值,  2 x 14或1 x 12最大值 扭矩:0.8-1.3 N.m(7-12 lb-in)
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HAZARD OF FIRE OR ELECTRIC SHOCK (FOR 
CONTACTOR WITH UL HI-FAULT SHORT CIRCUIT 
CURRENT RATINGS ONLY)
p The opening of the branch-circuit protective device may be 
an indication that a fault current has been interrupted.
p To reduce the risk of fire or electric shock, curent-carrying 
parts and the other components of the controller should be 
examined and replaced if damaged.
Failure to follow these instructions can result in death, 
serious injury, or equipment damage.   

有火灾或电弧灼伤危险（仅当继电器发生超高故障短路电流时）
p 分支电流保护装置断开可能表明某故障电流已被切断。 
p 为减少火灾或电弧烧伤的危险，应经常检查和更换（如损坏）
控制器的带电部分及 其它部件。
不遵循上述说明可能导致人员伤亡或设备损坏。

WARNING / 警告  
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